
1) Activates only if channel has been set to light only mode or any overcurrent 
signal (I> or BI1) is ON.

2) Activates only if any overcurrent signal (I> or BI1) is ON.

1) Activates only if channel has been set to light only mode or
overcurrent signal (BI2) is ON.
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